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SUBJECT:  Santa Rita Jail Fire Procedures            
                      Description and Location of               
                       Equipment 

 
I. PURPOSE:  To describe, as part of the facility fire protection plan, fire-fighting equipment, its 

location and required periodic inspections. 
 
II. POLICY:  The policy of the Detention and Corrections (D&C) Division is to provide fire detection 

and protection equipment for use in detecting and fighting fires.  All personnel shall be trained in the 
use and location of fire-fighting equipment present at the Santa Rita Jail (SRJ).  Refer to Policy and 
Procedure 7.01, “Fire Safety.” 

 
III. DEFINITIONS: 
 

A. TYPES OF FIRE EQUIPMENT: 
 

1. Ansul Fire Protection:  A dry chemical system, containing 98% bio-chemical soda, which 
activates when extreme heat is detected. 

 
2. Dry Chemical Extinguisher: Dry chemical agent rated to extinguish Class A, B or C fires. 
 
3. Halon Fire Control:  An inert gas, which eliminates oxygen, used in controlling most 

electrical fires without damage to the electronic equipment itself. 
 

B. FIRE CLASSIFICATIONS: 
 

1. Class A Fire:  Ordinary combustibles, such as paper, wood, and cloth, which can be 
controlled with large quantities of water. 

 
2. Class B Fire:  Fires in flammable liquids, such as gasoline, fuel oils, grease, or alcohol, 

where a blanket effect in smothering the fire is essential. 
 
3. Class C Fire:  Fires resulting from electrical equipment where use of an electrically non-

conductive extinguishing agent is of primary importance. 
 
4. Class D Fire:  Certain combustible metals such as magnesium, titanium, potassium or 

sodium. Controlled with agents specially designed for the material involved.  In most cases, 
they absorb heat and cool the material below its ignition temperature. 
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C. SECTOR AREAS: To identify an area of the facility for emergency response, or the location of 
firefighting equipment. 

 
1. Service Building Sector 1: Transportation Office to the Combine Shop 
2. Service Building Sector 2: Electric Shop to Supply 
3. Service Building Sector 3: Laundry to the Mail Room 
4. Service Building Sector 4: Garbage Room though entire Kitchen area 
5. Service Building Sector 5: AGVS Shop 
6. Core Building Sector 1 First Floor: Out Patient Housing Unit (OPHU), north half of N/S 

Corridor, Chapel, Minimum Muster Room and surrounding offices 
7. Core Building Sector 1 Second Floor: Equipment rooms above Sector 1 First Floor 
8. Core Building Sector 2 First Floor: Clinic and Gym area 
9. Core Building Sector 2 Second Floor: Equipment Rooms, east visiting entrance area 
10. Core Building Sector 3 First Floor:  Male locker room to CP-48 and K-Line to Employee 

entrance 
11. Core Building Sector 3 Second Floor: Equipment Rooms 
12. Core Building Sector 4 First Floor:  Male locker room to CP-7 and K-Line to Administration 

entrance                           
13. Core Building Sector 4 Second Floor: Equipment Rooms   
14. Core Building Sector 5 First & Second Floor: Entire Booking/ITR area 

 
D. NFPA:  National Fire Protection Association 
 
E. BMC:  Building Maintenance Center - Room #325A 

 
IV. PROCEDURE:  Detention and Corrections will comply with all local, state and federal fire codes, 

incorporating automatic fire alarm systems, automatic fire suppression systems and fire protection 
equipment.  All personnel shall receive training in the location and use of fire suppression 
equipment.  Although the fire suppression equipment and systems are inspected routinely as part of 
the fire/life safety program, all personnel are responsible for reporting deficiencies of the equipment. 

 
A. FIRE-FIGHTING AND DETECTION EQUIPMENT DESCRIPTION: 

 
1. Equipment available within the facility consists of: 

 
a. Ansul-Automatic dry chemical extinguisher system in main Kitchen. 
b. Automatic water sprinkler systems located throughout the facility, activated by a 165o 

“burn bar.”  All strategic sprinkler heads are provided with tamper resistant guards. 
c. Manually Operated Fire Equipment: 
 

1. Fire Extinguishers: 
a. 10# dry chemical extinguishers 
b. Type 1211 Halon fire extinguishers 

 
2. Fire Racks are located in all fire hose cabinets with 100' of hose and nozzle. 

 
3. There are two types of automatic fire detector alert systems: 

a. Point of Control (POC) Detectors: 
1) Ionization Type 
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2) Dual Chamber 
3) Solid State type 
4) LED indicator; integral with detector 
5) Inactivated:  Flashing, low brightness 
6) Activated:  Steady, full brightness 
7) Factory adjusted sensitivity to published standards 
8) Semi-flush mounting with overlap trim 
9) Back box recessed for concealed conduit 
10) Tamper proof mounting in all detention cells and inmate areas 

 
b. Thermal Detectors: 

1) 140oF; fixed temperature 
2) Rate compensated types 
3) Hermetically sealed stainless steel sensing element 
4) Sensing element in horizontal arrangement 
5) Base:  For semi-flush mounting with overlap trim 
6) Back-box:  Recessed for concealed conduit 

 
2. Operations:  Core and Service Buildings:  Activation of any alarm initiation device shall: 

a. Activate evacuation devices in area 
b. Activate smoke control 
c. Register (Annunciation and printed record) fire alarm condition at Building 

Management, Core Control Center (CP-1) 
 

3. Housing Units:  Activation of any alarm initiation device within the housing unit shall: 
a. Annunciate on the housing unit Annunciator Panel (#BMS) 
b. Activate smoke control 
c. Register (Annunciation and printed record) fire alarm condition at Building 

Management Control Center and at Control Point-1 (CP-1) 
 

B. SEQUENCE OF OPERATION AND EQUIPMENT STANDARDS: 
 

1. General: 
 

a. The Fire Detection and Alarm (FD&A) System utilizes local fire alarm signaling 
systems (NFPA 72A) at various locations throughout the complex interfaced to a 
central control and monitoring station located in the CP-1.  A computerized controller 
process monitors and dispatches all signals and data to the central control station (CP-
1).   
 
The system meets all monitoring and reliability requirements of a proprietary protective 
signaling system as set out in NFPA 72D.  CP-1 is the primary monitoring and control 
point for all fires. 

 
 
 

b. The entire system has both primary and secondary power sources for reliability and 
redundancy.  Local systems will remain operational even if the central processor and 
communication system are disrupted. 
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c. All equipment utilized in the FD&A System is Underwriters Laboratories listed 

(Standard 268) and conform to the California Code of Regulation (CCR), for the 
intended application. 

 
d. Secondary monitoring locations are provided to assure timely and accurate notification 

of alarm in the event of failure or trouble at the primary location.  Secondary locations 
are at the BMC and in each housing unit. 
 

e. The secondary security system in each housing unit will provide a detailed fire location 
signal in that unit.  This supplemental local information will be a duplicate to that being 
provided to CP-1 to allow for quick response by the Housing Control Officer. 
 

2. Alarm Initiation: The signal systems for each housing unit and the Core and Service 
Buildings at SRJ comply with NFPA 72A for local Protective Signaling Systems.  
 
 a. Housing Unit: Any alarm signal within a housing unit will initiate the following 

indications: 
 

1. Primary: 
a. An audible/visual signal on the graphic display panel at CP-1 
b. The SRJ will have a printed alarm record showing time and detailed location at 

CP-1 
c. An audible/visual signal on the Annunciator Panel in the Housing Control Room 

 
2. Secondary: 

a. A visual detailed location of alarm on the Security Control Panel at the Housing 
Control Room 

b. A printed alarm record showing time and detailed location at the BMC 
 

c. An audible/visual signal on the CRT at the BMC 
d. Acknowledgment of an alarm or trouble signal will silence the audible signal 

and change the flashing visual signal to steady.  Time of acknowledgment shall 
be recorded on the printers at CP-1, and at the BMC. 

 
b. Core Building: Any alarm or supervisory trouble signal in the Core Building will 

initiate the following indications: 
 

1. Primary: 
a. An audible/visual signal on the graphic display panel at CP-1 in the Core 

Building. 
b. In the OPHU and ITR areas, an audible/visual signal on the local Annunciator 

Panel. 
c. A printed alarm record showing time and detailed location at CP-1. 

 
2. Secondary:  An audible/visual signal on the CRT and a printed alarm record 

showing time and detailed location, both at the BMC. 
 
3. Acknowledgment:  Acknowledgment from CP-1 of an alarm or trouble signal will 
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silence the audible signal and change the flashing visual signal to steady. Time of 
acknowledgment will be recorded on the printers at CP-1 and Building 
Management.  Reset of alarm and trouble signals will be performed only at CP-1 or 
at the BMC. 

 
c. Service Building: Any alarm or supervisory trouble signal in the Service Building will 

initiate the following indications: 
 

1. Primary:  An audible/visual signal on the graphic display panel and a printed alarm 
record showing time and detailed location in CP-1. 

 
2. Secondary:  An audible/visual signal on the CRT and a printed alarm record 

showing time and detailed location at the BMC. 
 
3. Acknowledgment:  Acknowledgment from CP-1 of an alarm or trouble signal will 

silence the audible/visual signal.  Resetting alarm and trouble signals will be 
performed only at CP-1 or the BMC. 
 

C. EQUIPMENT MAINTENANCE AND INSPECTIONS:  The Administrative Lieutenant, 
Special Projects Sergeant and Fire/Life Safety Officers will coordinate with BMD/GSA and the 
local Fire Marshal to ensure the following equipment maintenance and inspections are 
accomplished in compliance with Local, State, and Federal Regulations: 
 

EQUIPMENT 
DESCRIPTION 

STATE/LOCAL 
REQUIREMENTS 

GSA/BMD 
RESPONSIBILITY 

FLS DEPUTY 
RESPONSIBILITY 

COMMENTS 

Fire 
Extinguishers, dry 
chemical 

Service yearly or 
after use 

Service yearly or 
after use 

Monthly inspection; 
service yearly or 
after use (SRJ) 

Report problems to 
BMD for action 
 

Fire 
extinguishers, 
Halon 

Inspect annually, 
service at 12 years 

Inspect annually, 
service at 12 years 

Monthly inspection Report problems to 
BMD for action 

Stand Pipe 
System "Risers" 

Inspect semi- 
annually, service 
at 5 years 

Inspect semi- 
annually, service at 
5 years 

Monthly inspection  

Automatic 
sprinklers 

Inspect quarterly, 
service at 5 years 

Service at 5 years Monthly inspection Report problems to 
BMD for action 

Water flow 
devices 

Inspect quarterly, 
service at 5 years 

Inspect quarterly, 
service at 5 years 

None  

Supervisory 
devices 

Test quarterly, 
service at 5 years 

Test quarterly, 
service at 5 years 

None  

Firehose in racks Unwrapped and 
reload annually; 
initial test at 5 
years, 3 years 
thereafter 

Test at 5 years, 3 
years thereafter 

Monthly inspection; 
re-rack annually 

Report problems to 
BMD for action 

 
EQUIPMENT 
DESCRIPTION 

 
STATE/LOCAL 
REQUIREMENTS 

 
GSA/BMD 
RESPONSIBILITY 

 
FLS DEPUTY 
RESPONSIBILITY 

 
COMMENTS 
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Pre-engineered 
and engineered 
systems (Halon, 
Ansul) 

Service semi-
annually 

Service semi-
annually 

None  

Fire hydrants Annual test Routine 
maintenance 

None Report problems to 
BMD for action 
 

Manual fire boxes Test semi-annually Test semi-annually None  
Smoke detectors Visual test semi-

annually, 100% 
annually 

Visual test semi-
annually, 100% 
annually 

None  

Heat detectors, 
fixed temp., rate 
of compensation 

Recurring test 10% 
semi-annually 

Recurring test 10% 
semi-annually 

None  

EBA Visual inspection 
monthly; 
hydrostatically 
pressure test tanks 
at 5 years 

None Visual inspection 
monthly; 
hydrostatically 
pressure test tanks 
at 5 years 

Hydro after use or 
low pressure 

Annunciators Test quarterly Test quarterly None Report problems 
Control unit panel 
& trouble signals 

Test lamps, LEDs, 
fuses, primary & 
secondary power 

Test lamps, LEDs, 
fuses, primary & 
secondary power 

None  

Fire alarm Annually activate 
one device per 
circuit 

Annually activate 
one device per 
circuit 

 Report problems to 
BMD for action 
 

  
D. FIRE ALARM HANDLES (F.A.H.): 

 
1. Service building - Sector 1: 

a. Just inside door 130A entry to the project muster room 
b. On the north wall at the top of the staircase leading from the firehouse bays to the office 

area 
c. In the second floor rear corridor, across from the radio room 
d. On the east wall of the print shop by the loading dock doorway 
e. On the south wall of the carpentry shop next to exit door 140B 
f. On the south wall of the paint shop next to exit door 149C 
g. On the south wall of the combined shops between exit doors 161A and 161B 

 
 
 

2. Service Building - Sector 2: 
a. On the west wall of the electrical shop next to pass door 161C 
b. On the south wall of the electrical shop next to exit door 210A 
c. In the stairwell, between the electrical shop loading dock and warehouse, between 

stairwell doors 211A and 220E 
d. On the east side of the warehouse on the north wall by the staircase leading to the 

upper office area 
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e. On the east wall of the warehouse between office door 222A and exit door 220C 
 

3. Service Building - Sector 3: 
a. On the west wall of the laundry room to the right of exit door 310A 
b. On the south wall of the laundry room to the left of loading dock door 310C 
c. At the top of the staircase in the diesel generator room, to the right of door 321A 
d. On the east wall of the central plant room to the right of door 320A 
e. On the west wall of the commissary room to the right of loading dock door 340A 
f. To the rear of the work area in the commissary room, adjacent to the work bench, and 

to the right of corridor door 342A 
 

4. Service Building - Sector 4:  None installed in this area. 
 
5. Service Building - Sector 5:  None installed in this area 
 
6. Core Building - Sector 1 - first Floor: 

a. In the north/south corridor by slider exit door 167A 
b. On the south wall of the minimum muster room next to door 150A 
c. On the south wall in the OPHU, just behind the nurses main station, next to door 102A 

 
7. Core Building - Sector 1 - Second Floor:  None installed in this area 
 
8. Core Building - Sector 2 - First Floor:  In the north/south corridor next to OPHU door 

201A 
 
9. Core Building - Sector 2 - Second Floor: On the south wall at the end of the east public 

visiting corridor, to the right of stairway door 263A. 
 
10. Core Building - Sector 3 - First floor: 

a. On the north wall of K-Line corridor next to CP-48 entry door 
b. On the south wall of K-Line corridor across from clinic entry door 203B 
c. On the east wall of the employee entrance just inside the entry area 

 
11. Core Building - Sector 3 - Second Floor:  None installed in this area. 
 
12. Core Building - Sector 4 - First Floor: 

a. On the north wall of K-Line corridor, at the west end, across from inmate line-up room 
door 1412 

b. On the east wall just inside the administrative entrance door 439B. 
 

13. Core building - Sector 4 - Second Floor:  None installed in this area 
 

14. Core Building - Sector 5:  None installed in any housing unit. 
 

15. Housing Units :  None installed in this area 
 

E. FIRE HOSE CABINETS (FHC) OR FIRE HOSE RACKS (FHR) AND FIRE 
EXTINGUISHERS (10 LB. ABC DRY CHEMICAL): 
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1. Service Building - Sector 1: 
a. On the south wall of the transportation office 
b. On the west wall of the gym 
c. In fire hose cabinet #1 on the west wall of the print shop, next to bathroom door 115A 
d. On the second floor of the fire house at the top of the rear staircase, next to corridor 

door 137B 
e. On the second floor of the fire house in the Kitchen area 
f. In fire hose cabinet #2 on the east wall of the carpentry shop in the southeast corner 
g. In fire hose cabinet #3 on the west wall of the paint shop in the southwest corner 
h. In fire hose cabinet #4 on the west wall of the welding shop next to the roll-up door 
i. In fire hose cabinet #5 on the east wall of the combined shop in the southeast corner 

 
2. Service Building - Sector 2: 

a. In fire hose cabinet #6 on the west wall of the electrical shop in the southwest corner 
b. In fire hose cabinet #7 on the west wall of the warehouse next to the second story stair case 
c. In fire hose cabinet #8 on the east wall of the warehouse, to the left of office door 222A 
d. In fire hose cabinet #9 on the second floor of the warehouse, at the center of the north 

wall 
 

3. Service Building - Sector 3: 
a. In fire hose cabinet #10 on the south wall of the laundry room, to the right of bathroom 

door 317A 
b. Inside the laundry supervisor’s office on the north wall 
c. Inside the deputy’s office on the north wall 
d. On the wall inside the laundry chemical room near door #319A 
e. In fire hose cabinet #11 on the east wall of the central plant, to the right of office door 

330A 
f. In fire hose cabinet #12 on the south wall of the commissary room, to the left of 

bathroom door 345A 
 

4. Service Building - Sector 4: 
a. In fire hose cabinet #13 on the north wall of the garbage area next to the roll-up door 
b. In fire hose cabinet #14 in the corridor between the meat freezer and meat preparation 

room 
c. In fire hose cabinet #15 in the northeast part of the Kitchen between the AGVS staging 

area and janitor door 453A 
d. In fire hose cabinet #16 in the southeast part of the Kitchen, directly across from the 

cart sanitation area 
e. In fire hose cabinet #17 on the east wall of the Bakery, next to inmate exit door 440A 
f. In fire hose cabinet #18 on the second floor of the Kitchen, in the storage area across 

from the spiral chute 
g. On the south wall of the deputy office in the Kitchen 

 
5. Service Building - Sector 5:  On the south wall inside the AGVS workshop 

 
6. Core Building - Sector 1: 
 
7. In fire hose cabinet #19, in the north/south corridor by slider door 167A 
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8. In fire hose cabinet #20, on the east wall of the OPHU between patient rooms 127A and 
128A 

 
9. In fire hose cabinet #21, on the west wall of the OPHU between patient rooms 139A and 

140A 
 

10. In the minimum security muster room on the west wall 
 

11. In the detail office on the south wall 
 

12. On the south wall of maintenance room # 100, on the roof over the chapel 
 

13. Core Building - Sector 2: 
a. In fire hose cabinet #22 on the north wall of the Gymnasium 
b. In fire hose cabinet #23 on the south wall of the Gymnasium 
c. In fire hose cabinet #24 in the north/south corridor between the clinic entry door and 

cast room door 213B 
d. In fire hose cabinet #25 in the ambulance corridor across from the drinking fountain 
e. In fire hose cabinet #26 on the north wall of the dentist waiting room corridor 
f. On the south wall of staff dining by door 271A 
g. On the west wall of staff dining by door 270A 
h. In fire hose cabinet #28, in the east visitor corridor between door 200A and janitor door 

208A 
 

14. Core Building - Sector 2 (Divisional Support Offices): 
a. On the column in the clerical pool area 
b. On the south wall outside the women's room 
c. On the west wall of the main east/west corridor near door 205B 

 
15. Core Building - Sector 3: 

a. In fire hose cabinet #29 at the east end of the K-Line, on the south wall, across from 
CP-48 

b. In fire hose cabinet #30, at the middle of the K-Line, on the south wall across from door 
300E 

c. In fire hose cabinet #31 on the north wall of the administration corridor, across from 
office door 349a 

d. On the second floor in the east public visiting corridor next to office door 205B 
e. On the east wall inside the medium muster room 

 
16. Core Building  - Sector 4: 

a. In fire hose cabinet #32 at the west end of the K-Line, on the north wall, across from 
door 500A 

b. In fire hose cabinet #33 at the west end of the administration reception area, next to 
door 436A 

c. On the west wall of the secretary lounge room 
d. In fire hose cabinet #34 in the west part of the  main reception next to orientation door 

400B 
e. On the north wall, at the end of the west public visitor corridor 
f. On the north wall, in the middle of the west public visitor lobby 
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17. Core Building - Sector 5: 

a. In fire hose cabinet #35 on the east wall of the law enforcement lobby, next to the 
breathalyzer room 

b. In fire hose cabinet #36 on the north wall of the new book area corridor, across from 
the deputy work station 

c. In fire hose cabinet #37 on the east wall of the women's clothing storage area, across 
from dress-out window 513C 

d. In fire hose cabinet #38 on the north wall of the men's clothing storage area, adjacent to 
dress-out window 504B 

e. In fire hose cabinet #39 in the west part of ITR across from cell door 555A 
f. In fire hose cabinet #40 in the transfer area of ITR, between cells 541 and 542 
g. In the fire hose cabinet #42 on the south wall of mechanical room 200 across from roof 

entry door 200B 
h. On the west wall of the maximum security muster room 
i. On the south wall inside the records control room near door # 581A 
j. On the west wall inside the ITR muster room next to door # 586A 
k. In fire hose cabinet #43 on the second floor of the clothing storage area, on the east 

wall next to door 507A 
 

18. Housing Unit 1: 
a. In fire hose cabinet #44 in the east corridor across from the safety cell 
b. In fire hose cabinet #45 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #46 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #47 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet 48 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet 49 on the second floor of “F” pod between cells 15 & 16 
g. On the west wall of the second story mechanics room #227 at the southeast corner of 

the building 
h. At the east end of housing unit #1’s public visiting corridor 

 
 
 
 

19. Housing Unit 2: 
a. In fire hose cabinet #50 in the west corridor across from the safety cell 
b. In fire hose cabinet #51 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #52 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #53 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #54 on the second floor of “D” pod between cells 10 & 11 
f. Roof access - #202 the second story mechanics room located at the southeast corner of 

the building 
g. On the east wall of the second story mechanics room #227 located at the southwest 

corner of the building 
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h. At the west end of housing unit 2 public visiting corridor 
 

20. Housing Unit 3: 
a. In fire hose cabinet #56 in the east corridor across from the safety cell 
b. In fire hose cabinet #57 in the east dining room just under the housing control window 

closest to dining room pass door 133 
c. In fire hose cabinet #58 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #59 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #60 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #61 on the second floor of “F” pod between cells 15 & 16 
g. On the west wall of the second story mechanics room #227 at the southeast corner of 

the building 
h At the middle of the public visiting corridor between housing units 3 & 4 

 
21. Housing Unit 4: 

a. In fire hose cabinet #62 in the west corridor across from the safety cell 
b. In fire hose cabinet #63 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #64 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #65 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #66 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #67 on the second floor of “F” pod between cells 15 & 16 
g. On the east wall of the second story mechanics room #227 located at the southwest 

corner of the building 
h. At the west end of housing unit 4 public visiting corridor 

 
 
 
 
 
 
 

22. Housing Unit 6: 
a. In fire hose cabinet #68 in the west corridor across from the safety cell 
b. In fire hose cabinet #69 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #70 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #71 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #72 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #73 on the second floor of “F” pod between cells 15 & 16 
g. On the east wall of the second story mechanics room #227 at the northwest corner of 

the building 
h. At the west end of housing unit 6 public visiting corridor 
i. On the south wall of the Substation (gardening shop) between housing units 6 & 7 room 

#147 
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23. Housing Unit 7: 
a. In fire hose cabinet #74 in the east corridor across from the safety cell  
b. In fire hose cabinet #75 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #76 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #77 on the second floor of “A” pod between cells 9 &10 
e. In fire hose cabinet #78 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #79 on the second floor of “F” pod between cells 15 & 16 
g. On the west wall of the second story mechanics room #227 at the northeast corner of 

the building 
h. At the middle of the public visiting corridor near housing unit 7 

 
24. Housing Unit 8: 

a. In fire hose cabinet #80 in the west corridor across from the safety cell 
b. In fire hose cabinet #81 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #82 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #83 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #84 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #85 on the second floor of “F” pod between cells 15 & 16 
g. On the east wall of the second story mechanics room #227 at the northwest corner of 

the building 
h. At the middle of the public visiting corridor between housing units 7 & 8 

 
 
 
 
 
 
 

25. Housing Unit 9: 
a. In fire hose cabinet #86 in the east corridor across from the safety cell 
b. In fire hose cabinet #87 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #88 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #89 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #90 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #91 on the second floor of “F” pod between cells 15 & 16  
g. On the west wall of the second story mechanics room #227 at the northeast corner of 

the building 
h. At the east end of housing unit 9 public visiting corridor 

 
26. Housing Unit 21: 

a. In fire hose cabinet #92 in the west corridor across from the safety cell 
b. In fire hose cabinet #93 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
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c. In fire hose cabinet #94 in the west dining room just under the housing control window 

closest to dining room pass door 133B 
d. In fire hose cabinet #95 on the second floor of “A” pod between cells 9 & 10 
e. In fire hose cabinet #96 on the second floor of “D” pod between cells 10 & 11 
f. In fire hose cabinet #97 on the second floor of “F” pod between cells 15 & 16 
g. On the east wall of the second story mechanics room #227 at the northwest corner of 

the building 
h. At the west end of housing unit 21 public visiting corridor 

 
27. Housing Unit 22: 

a. In fire hose cabinet #98 in the east corridor across from the safety cell 
b. In fire hose cabinet #99 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #100 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. In fire hose cabinet #101 on the second floor of “A” pod between cells 25 & 26 
e. In fire hose cabinet #102 on the second floor of “B” pod between cells 25 & 26 
f. In fire hose cabinet #103 on the second floor of “B” pod between cells 47 & 48 
g. On the west wall of the second story mechanics room #227 at the northeast corner of 

the building 
h. At the middle of the public visiting corridor between housing unit 22 and 23 
 

 
 
 
 
 
 
 

28. Housing Unit 23: 
a. In fire hose cabinet #104 in the west corridor across from the safety cell 
b. In fire hose cabinet #105 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #106 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. In fire hose cabinet #107 on the second floor of “A” pod between cells 25 &26 
e. In fire hose cabinet #108 on the second floor of “B” pod between cells 25 & 26 
f. In fire hose cabinet #109 on the second floor of “F” pod between cells 47 & 48 
g. On the east wall of the second story mechanics room #227 at the northwest corner of 

the building 
 

29. Housing Unit 24: 
a. In fire hose cabinet #110 in the east corridor across from the safety cell 
b. In fire hose cabinet #111 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #112 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. In fire hose cabinet #113 on the second floor of “D” pod between cells 10 & 11 
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e. In fire hose cabinet #114 on the second floor of “F” pod between cells 15 & 16 
f. On the west wall of the second story mechanics room #227 at the northeast corner of 

the building 
g. At the east end of housing unit 24 public visiting corridor between housing units 24 & 

25 
 

30. Housing Unit 25: 
a. In fire hose cabinet #115 in the south corridor across from the isolation cell 
b. In fire hose cabinet #116 in the north dining room just under the housing control 

window closest to dining room pass door 133B 
c. In fire hose cabinet #117 in the south dining room just under the housing control 

window closest to dining room pass door 133B 
d. On the north wall in class room #F1A 
e. On the north wall in classroom #F1.1A 
f. On the east wall of the second story mechanics room #204 at the northwest corner of 

the building 
g. On the north wall of the second story mechanics room #201, entrance located inside the 

building at the southwest visiting hallway of HU/25 
 

31. Housing Unit 31: 
a. In fire hose cabinet #118 in the west corridor across from the Isolation cell 
b. In fire hose cabinet #119 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #120 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. On the south wall inside the second story mechanics room #204 at the southwest corner 

of the building 
e. On the west wall inside the second story mechanics room #201 at the southeast corner 

of the building 
 

32. Housing Unit 32: 
a. In fire hose cabinet #121 in the east corridor across from the isolation cell 
b. In fire hose cabinet #122 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #123 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. On the west wall inside the second story mechanics room #201 at the southeast corner 

of the building 
e. On the south wall inside the second story mechanics room #204  at the southwest corner 

of the building 
 

33. Housing Unit 33: 
a. In fire hose cabinet #124 in the west corridor across from the isolation cell 
b. In fire hose cabinet #125 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #126 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. On the south wall inside the second story mechanics room #204 at the southwest corner 

of the building 



Detention and Corrections       Page 15 of 18 
Policy and Procedure 7.02 
 

e. On the east wall of the second story mechanics room #201 at the southeast corner of the 
building 

 
34. Housing Unit 34: 

a. In fire hose cabinet #127 in the east corridor across from the isolation cell 
b. In fire hose cabinet #128 in the east dining room just under the housing control window 

closest to dining room pass door 133B 
c. In fire hose cabinet #129 in the west dining room just under the housing control 

window closest to dining room pass door 133B 
d. On the south wall inside the second story mechanics room #204 at the southwest corner 

of the building 
e. On the west wall of the second story mechanics room #201 at the southeast corner of 

the building 
 
 
 
 

35. Housing Unit 35: 
a. In fire hose cabinet #130 in the south corridor across from the isolation cell 
b. In fire hose cabinet #131 in the north dining room just under the housing control 

window closest to dining room pass door 133B 
c. In fire hose cabinet #132 in the south dining room just under the housing control 

window closest to dining room pass door 133B 
d. On the north wall of the second story mechanics room #201 at the southwest corner of 

the building 
e. On the west wall inside the second story mechanical room #204 

 
F. FIRE EXTINGUISHERS - HALON: 

 
1. Service Building - Sector 1: 

a. In front of the Transportation Office on the north wall 
b. On the west wall of the Paint Shop near door #144 

 
2. Service Building - Sector 2: 

a. On the second floor of the Electrical Shop, on the north wall of the storage room, across 
from the staircase 

b. On the second floor of the Electrical Shop on the south wall of the electrical room 
 

3. Service Building - Sector 3: 
a. On the southeast wall of the Generator Room next to exit door 321A 
b. On the southeast wall of the Central Plant chiller room next to door 322A 
c. On the north wall of the Central Plant Office next to office door 330A 
d. On the south wall of the Building Management Office next to door 325A 
e. On the second floor of the BMD office’s on the east wall 

 
4. Service Building - Sector 4:  On the second floor of the Kitchen in the electrical room 

inside door 407A 
 
5. Service Building - Sector 5:  None installed in this area 
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6. Core Building - Sector 1:  None installed in this area 
 
7. Core Building - Sector 2 (Divisional Support Offices):  In copy room, across from 

reception area, off the main east/west corridor. 
 
8. Core Building - Sector 3: 

a. Inside CP-1 
b. Inside CP-7 
c. Inside CP-48 
d. On the first floor inside equipment controller room 344 
e. On the east side of CP-11 next to door 216B 

 
9. Core Building - Sector 4:  On the south wall of the Morrissey Hearing Room near door 

#421. 
 

10. Core Building - Sector 5: 
a. Inside CP-4 next to the pneumatic tube system 
b. On the first floor inside electrical room 588 
c. On the second floor inside electrical room 504 on the west wall 
d. On the second floor inside substation room 503 on the north wall 

 
11. Core Building - Sector 6:None installed in this area 
 
12. Housing Unit 1: 

a. Inside housing control 
b. On the north wall of the substation room, between housing unit 1 and 2, accessible from 

the outside only 
 

13. Housing Unit 2:  Inside housing control 
 
14. Housing Unit 3:  

a. Inside housing control 
b. On the north wall of the substation room, between housing units 3 & 4, accessible from 

the outside only 
 

15. Housing Unit 4:  Inside housing control. 
 
16. Housing Unit 6:  Inside housing control 
 
17. Housing Unit 7:  Inside housing control 
 
18. Housing Unit 8: 

a. Inside housing control 
b. On the south wall of the substation room, between housing unit 8 and 9, accessible 

from the outside only 
 

19. Housing Unit 9:  Inside housing control 
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20. Housing Unit 21: 
a. Inside housing control 
b. On the south wall of the substation room, between housing unit 21 and 22, accessible 

from the outside only 
 

21. Housing Unit 22:  Inside housing control 
 

22. Housing Unit 23:  Inside housing control 
 
23. Housing Unit 24:  Inside housing control 
 
24. Housing Unit 25:  Inside housing control 
 
25. Housing Unit 31: 

a. Inside housing control 
b. On the north wall of the substation room, between housing unit 31 and 32, accessible 

from the outside only 
 

26. Housing Unit 32:  Inside housing control 
 

27. Housing Unit 33:  Inside housing control 
 
28. Housing Unit 34:  Inside housing control 
 
29. Housing Unit 35:  Inside housing control 

 
F. ANSUL FIRE PROTECTION: 

 
1. In the main Kitchen above fryers, grills and kettles 
2. In the staff dining room above the grill 

 
G. AUTOMATIC HALON PROTECTION SYSTEMS: 

 
1. Inside the radio and battery room on the second floor of the firehouse 
2. Inside electronics room 206 on the second floor of Core Building, Sector 3, adjacent to the 

reception lobby 
3. Inside the PBX room 209 on the second floor of the Core Building, Sector 3, adjacent to 

the reception lobby 
4. Inside the communications equipment room 345 on the first floor of Core Building, Sector 

3, next to the employee entrance 
5. Inside the communications equipment room 346 on the first floor of Core Building, Sector 

3, next to the employee entrance 
6. Each housing unit, 1, 2, 3, 4, 6, 7, 8, 9, 21, 22, 23, 24, 25, 31, 32, 33, 34, & 35 

respectively, have electronic switching rooms which are halon protected.  In housing units 
1 through 24, these rooms are in the sub-basement and are accessible through door 01A 
across from isolation cell door 115A.  In housing units 25 and 31 through 35, these rooms 
are on the second floor and accessible through door 125A across from the housing control 
room. 
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H. PORTABLE ESCAPE BREATHING APPARATUS (EBA’S): 
 

1. Housing Units: 
a. One each Housing Control 
b. One in each deputy’s office (east, west, north, south) 
2. Control Points 
3. ITR 
4. Service Building: Kitchen Deputy’s Office            
5. Sandy Turner Educational Center Deputy’s Office 

 


